Abstract: Performance (availability and yield) and reliability of wind turbines can make the difference between success and failure of wind farm projects and these factors are vital to decrease the cost of energy. During the last years, several initiatives started to gather data on the performance and reliability of wind turbines on-and offshore and published findings in different journals and conferences. Even though the scopes of the different initiatives are similar, every initiative follows a different approach and results are therefore difficult to compare. The present paper faces this issue, collects results of different initiatives and harmonizes the results. A short description and assessment of every considered data source is provided. To enable this comparison, the existing reliability characteristics are mapped to a system structure according to the Reference Designation System for Power Plants (RDS-PP R ). The review shows a wide variation in the performance and reliability metrics of the individual initiatives. Especially the comparison on onshore wind turbines reveals significant differences between the results. Only a few publications are available on offshore wind turbines and the results show an increasing performance and reliability of offshore wind turbines since the first offshore wind farms were erected and monitored.
Introduction
The installation of wind turbines (WT) is booming. During 2016 more than 54 GW of wind capacity was erected worldwide. All new WT as well as the existing ones (about 486 GW in total) have to be operated and maintained carefully [1] . According to recent studies, operation and maintenance (O&M) accounts for a share between 25% and almost 40% of levelized cost of energy (LCOE) [2] [3] [4] .
The energy yield itself is also heavily affected by the success of O&M-strategies. Thus, optimization of O&M is of high importance for a further reduction of LCOE. Before an optimization can start, one has to know the current status and prioritize further actions. In recent years, several initiatives have begun to collect data on the performance and reliability of WT onshore and offshore and to publish the results in various journals and conferences. Although the objectives of the various initiatives are similar, each initiative follows a different approach and the results are hence difficult to compare. This paper addresses this issue, gathers the results of various initiatives and harmonizes the results. An overview on all considered initiatives is supplemented by a short description and evaluation of the single data sources.
This paper tries to lead the reader to the best source of information for his or her specific needs and prepares all information in such a way that it is easily accessible, analyses the relevance of the initiatives considered and looks for fundamental trends. The overall aim is to provide an extensive overview on available knowledge on performance and reliability of WT to support future research and emphasize the need to make use of existing standards and recommendations. For doing so the paper starts with a presentation of the most important definitions (Section 2). Section 3 introduces different approaches to gather and analyze O&M data followed by an overview of the considered initiatives, which is supplemented by detailed descriptions of the sources. Results on the performance and reliability of WT are presented in Sections 4 and 5. Finally, Section 6 discusses the results and gives an outlook on future developments.
Looking backwards at many years of operational experience from various WT, required to use a consistent set of data from the first till the last observation and intended to provide an elemental view on the gained experience rather than exploring innovative approaches to analyze data, most initiatives focus on well know and frequently used metrics. Such innovative approaches are, of course, intensively considered in current research. For example, Astolfi et al. [5] in their paper among other data mining techniques introduce Malfunctioning Indexes intended to replace or supplement technical availability. Jia et al. [6] applied a new approach on the Supervisory Control and Data Acquisition (SCADA)-Data and compared it to further methods in order to evaluate the health of a WT and forecast upcoming failures by identifying significant changes in the power curve. Dienst and Beseler [7] applied different methods for anomaly detection on SCADA-Data of offshore WT.
Definitions
This section provides definitions for the different performance indicators used in the following overview on performance and reliability of WT. For this purpose, definitions for the capacity factor (Section 2.1), time-based (Section 2.2), technical (Section 2.3) and energetic availability (Section 2.4) as well as for the failure rate (Section 2.5) and mean down time (Section 2.6) are provided. It has to be noted that the provided definitions do not necessarily match the definitions used by the single initiatives and publications introduced in Section 3.
Capacity Factor
An easy and commonly used indicator to describe the performance of a WT is the capacity factor (CF), which is the ratio of the turbines actual power output over a period of time to its theoretical (rated) power output [8, 9] . For the calculation of the capacity factor the average power output is divided by the rated power of the WT, as described in Equation (1) . The average power output has to be calculated including all operational states. Due to physical principles, the capacity factor heavily depends on the available wind conditions. CF =P P Rated (1) where CF = Capacity Factor, P = Average Power Output of WT, P Rated = Rated Power of WT
Time-Based Availability
Time-based availability (A t ) provides information on the share of time where a WT is operating or able to operate in comparison to the total time. Various definitions for the calculation of time based availability exist in the wind sector. Standardized definitions are provided by the IEC 61400-25-1 [10] . The definition used in this paper follows the "System Operational Availability" of the IEC-Standard where all down time except for low wind is considered as not available. Time-based availability can be calculated according to Equation (2) . 
Energetic Availability
Energetic availability (A W ), also known as production based availability, gives an indication about the turbines energy yield compared to the potential output and thereby highlights long down time during high wind speed phases and derated operation. Standard definitions are published within the IEC 61400-26-2 [8] . Like for time-based availability (Section 2.2), the "System Operational Availability" is used as definition for energetic availability in this paper. Thus, all differences between potential and actual production are assumed to be losses. Solely data gaps are excluded from the calculation, see Equation (4) . When calculating the energetic availability, the determination of the potential power is a special challenge where plausible wind speed measurements and power curves are required to obtain reasonable results.
where
W potential = Average Potential Power Output, Data Gaps are Excluded
Failure Rate
Taking the existing ISO [11, 12] and IEC [13] guidelines strictly, the failure rate (λ) is the probability of a non-repairable system to fail within a specific period of time. If an object is as good as new after repair, it can be considered in the failure rate calculation as well. Being a frequency (failures per time) the failure rate can be provided in different resolutions (year, day, hour...). In case of a constant failure rate, the relationship between the mean time to failure (MTTF) and the failure rate is described by Equation (5) . A differentiation between MTTF and MTBF requires detailed maintenance information especially on the fact whether a measure was a repair or replacement. Within this paper, such details are not or only partially available, which is why no distinction is made and all failures per system are considered in a general failure or maintenance event rate.
Mean Down Time
Mean down time is the expected or average down time after a system fails and stops operation. Consistent definitions are provided by different ISO [11, 12] and IEC [13] guidelines. Down time is defined as the total time between stop and restart of operation of a considered unit while the unit is in a down state [14] . This period of time includes all subcategories as for example waiting time, administrative delays, transportation time, failure detection and finally repair time. In most cases failures and the related down times are assigned to the causative system or component to gain detailed results for further use.
Data Collections on WT Performance and Reliability
To increase the knowledge on operational behavior respectively performance and reliability of WT it is necessary to learn from the experience gained during operation of existing WT. To this end, many initiatives and projects have collected or continue to collect data and perform analyses to obtain figures as described in Section 2. Such statistics are of interest to manufacturers, operators, service providers, investors, insurance companies, governmental agencies and research institutes. This section aims to provide an overview and description on existing and publicly known initiatives. Internal company initiatives as well as initiatives lacking any publications are not considered.
Many initiatives are designed as collaborative or cross-company databases to achieve a statistically relevant amount of data or to be able to make sound statements earlier. In principle, there are two approaches to design and operate such a common database as Figure 1 shows. In the first case (result data approach) the operator gathers all data in an internal database, analyses the data regarding performance and reliability and sends the results in a third step to the cross-company-database. The data trustee aggregates the results provided by the single operators. Main advantage is the small amount of data that needs to be transferred, handled and analyzed. On the other hand there are also disadvantages. It has to be ensured that all operators analyze their data in the same unique way, while various data analysts and multiple software systems are involved. In case that additional analyses shall be added, all operators have to carry these analyses out and to provide the results (also historic) to the data trustee. In the second case (raw data approach) all analyses are conducted by the data trustee. For this purpose the operators still collect all data from the WT and forward a predefined data set of raw data to the cross-company-database. Analyses carried out by the operators are used only for internal purposes and for alignment. The rest of the process remains the same. In this approach consistent results can be assured and additional analyses added. The main advantage is the more detailed knowledge on the single turbine failures. By combining failure information and operational data, detailed reliability characteristics (e.g., failure distribution) can be derived while the first approach enables only basic results (e.g., failure rates). On the other hand this approach requires a larger and more powerful database and leads to higher effort in data transfer and standardization of the raw data.
Although this paper is intended to provide the most comprehensive overview and comparison of initiatives and publications that present information on the performance and reliability of WT, there are already some overviews that have also been used in literature research. During its work on the "Recommended Practices on Data Collection and Reliability Assessment" [15] members of IEA Wind Task 33 "Reliability Data" created the to date most extensive overview on initiatives concerning reliability data [16] which is still unpublished. Furthermore the work of Sheng [17] , Pettersson et al. [18] , Branner & Ghadirian [19] , Pérez et al. [20] and Ribrant [21] have to be mentioned. Table 1 gives an overview on the initiatives reviewed in this paper. A short description of the single initiatives can be found in Section 3.2. The table includes the subsequently listed information. In fact, the individual initiatives contain further master data on the WT technology and composition of the data sets, which cannot be compared at this point due to their heterogeneity.
Overview on Initiatives and Publications
• Initiative: Short name of the initiative, in some cases derived by authors of the present paper The present paper considers only initiatives where information on the initiative is publicly available and first results are already available or will be published in the future. Internal company initiatives or commercial initiatives like the Greensolver Index [22] or webs [23] without an intention to publish results are not part of the review. Furthermore this paper focuses on a holistic view on WT and does not include initiatives dealing with single systems of the turbine like the "Wind Turbine Gearbox Reliability Database" [24] of the National Renewable Energy Laboratory or the "Blade Reliability Collaborative" [25] of the Sandia National Laboratories. At the same time, balance-of-plant equipment (BOP) is not part of the present review and ignored when existing in the single initiatives. Although every initiative has its own data collection, there is always the possibility of overlapping data sets. A detailed description on the sites, turbine types and manufacturers included in the single data collections is missing in most cases. Thus, an in-depth evaluation of the data sources to ensure independence of the single results is not possible. However, it is possible to differentiate between a likely and unlikely data overlap between the initiatives. An overlap is likely between LWK (Section 3.2.9) and WMEP (Section 3.2.23) as well as between SPARTA (Section 3.2.18), Strathclyde (Section 3.2.19) and WInD-Pool (Section 3.2.22) (offshore). In all other cases overlapping data is unlikely. This expert guess is based on the considered period of time and country/region of the data collection as well as on the author's experience. 
Description of Considered Sources
The following subsections provide a basic description of the initiatives listed in Table 1 .
CIRCE-Universidad de Zaragoza (Spain)
Researchers of the CIRCE-Universidad de Zaragoza collected SCADA-and Failure-Data of various wind farms (WF), turbine manufacturers and types. The data set comprises data of about 4300 WT belonging to 230 WF. Rated capacity of the included turbines ranges between 300 kW and 3 MW. Data for a period of about three years is considered, likely to be around the year 2013. In total 7000 failure events/shut downs are analyzed, failures due to external causes are excluded. Failure information is structured according to a system structure originally defined by the ReliaWind project, which was adapted to the project needs and is thus unique. First analyses based on this data collection were published during the Torque Conference 2016 by Gonzalez, Reder and Melero. Failure rates are differentiated by the turbine concept (direct drive or gearbox) and the rated capacity (below or above 1 MW). Furthermore, the system specific frequency of SCADA alarms is compared to the share on down time events [26, 27] .
CREW-Database (USA)
The CREW-Database (Continuous Reliability Enhancements for Wind (CREW) Database and Analysis Program) was initiated by Sandia National Laboratories in 2007 to collect operational data and status information on onshore WT. The first annual benchmark report was published on year 2011 [28] and the last available results can be dated to 2013 [29] . Due to the fact that alarm codes instead of maintenance reports were gathered and analyzed, the results regarding event frequencies and average down times were not comparable to other initiatives [16, 28, 29] .
In 2016 the CREW program was updated and Sandia changed the approach from collecting raw SCADA-Data to a collection of summarized data, provided by the participating operators. Participating operators provide master data on the included WT, summarized SCADA based availability data according to definitions of the IEC 61400-26 [8, 10] , summarized SCADA based maintenance data as well as data of the single maintenance records. Based on this data the CREW-Initiative compiles reports on different levels of detail. A proprietary and project specific taxonomy is used to describe components and event details. In addition to a partner specific report, a publicly available national baseline report is planned. Yet, no new results were published since the new updated program is in place [30] . Missing details regarding the included portfolio (e.g., direct drive or gearbox) make the results fuzzy. Furthermore no information on the system structure used or the severity and down time of failures is provided [31] .
Elforsk/Vindstat (Sweden)
The report/initiative evaluating the reliability of Swedish WT basically consists of two data sources. A report on performance and availability is issued annually by Vindstat [32] . This information is supplemented by a database on reported failures operated by Vattenfall. Both databases consist of almost the same WT portfolio. The last public available reliability analysis based on this data set was published by Ribrant and Bertling [33] 
EPRI-Database (USA)
This data set was collected by the Electric Power Research Institute (EPRI) during the years 1986 and 1987 and comprises output data and failure information on 290 WT (40 to 600 kW). All of these WT where located in the state of California. The authors of [35] assumed the old turbine technology to be the cause for the high failure frequency of the monitored turbines. For the sake of completeness, the results are added to the comparison. In addition to the failure rate also information on the mean time to repair (MTTR) is provided. In the present report MDT instead of MTTR is compared, thus only failure rates are added to the comparison [35] .
EUROWIN, EUSEFIA (Europe)
The EUROWIN and EUSEFIA projects were an European initiative to collect data on installed WT throughout Europe, analyze their operational success and to evaluate the technical reliability. The first data was gathered in 1986 and results were published in several reports e.g., [36] . In 1994 the last report (1992-1993) was compiled [37] . Although diagrams of the failure frequency of the entire turbine are available, it was not possible to obtain any information on the failure frequency during the literature search. Thus no information can be added to the comparison in this section [36] .
Garrad Hassan (Worldwide)
In 2008 Harman et al. presented their findings regarding availabilities of operational WF at the European Wind Energy Conference in Brussels. The evaluation is based on data sets, which were originally gathered by Garrad Hassan for different purposes. About 14,000 MW installed capacity is covered, including data between one and 15 years per WT. The total number of WT is not provided; the authors state that the data set includes more than 250 WF located in Europe, US and Asia consisting of turbines with a rated capacity between 300 kW and 3 MW [38] . Failure rates and down times are not covered, thus only availabilities are added to the present comparison.
Huadian New Energy Company (China)
In their paper, Chai et al. present reliability statistics based on the WT portfolio of the Huadian new energy company. The analyzed data set consists of 26 WF and 1313 WT of various types and manufacturers. In total, information on 482 failures representing 65,786 hours of down time were collected between January and May 2012. Information on the share of failures and down time belonging to single WT systems are provided, the used system structure seems to be unique. No failure rates or down times per failure are provided, thus failure rates and down times have to be derived from the provided percentage values which were rounded to whole numbers and thus lead to imprecise results [39] .
LWK (Germany)
The LWK-Database is a data collection initiated by the Schleswig-Holstein Chamber of Agriculture (LWK). Schleswig-Holstein being the most northern state of Germany with the highest percentage of coastline, WT included in this data collection face comparatively high wind speeds. Between 1993 and 2009 a maximum of 643 WT reported data (output and failures) to the LWK-Database. This is equivalent to an experience of 5719 operational years. Results of the data collection were published in an annual report [16, 40] .
Lynette (USA)
The paper of Robert Lynette published in 1988 discusses the availability and reliability of small scale WT mainly erected in the State of California. While the paper discusses bad availability of most WT types and specifies about 8% of the total WT as total losses between 1981 and 1985, no information regarding failure frequencies and average down times is provided [41, 42] .
MECAL (Netherlands)
Based on the data of MECAL, a Dutch consulting company, Kaidis et al. combine in their paper operational SCADA-Data and SCADA alarms to obtain reliability figures on the single turbine systems and subsystems. Events requiring manual intervention by a service technician are categorized using the ReliaWind system structure. The data set consists of 63 WT belonging to three WF and an average observation period of 705 days per turbine. Solely the relative share of single systems of the WT on the total down time and the total number of failures respectively is provided. Due to missing failure rates or average down times, the results can't be added to the present comparison [43] .
Muppandal Wind Farm (India)
In 2010 Herbert et al. published a paper presenting analyses on the performance, availability and reliability of the Muppandal wind farm. The data collection consists of 15 stall controlled WT (225 kW) and comprises data of five years (2000) (2001) (2002) (2003) (2004) . Results on the technical availability, on the time-based availability from an operator's perspective and on the capacity factor are provided. Furthermore information on failure frequencies and in some cases also on the repair time is presented. Event data is collected using a proprietary system structure/taxonomy [44] . For confidentiality reasons, no turbine type is named. Nevertheless the considered turbine type is described to have a rated power between 2 MW and 4 MW as well as a rotor diameter between 80 m and 120 m. It is differentiated between minor and major repair and major replacements. In addition to failure rates, further results like material costs or required technicians per subassembly are provided. The publication includes an average repair time instead of the commonly used MDT. Thus only failure rates can be compared [52] . Further publications [53, 54] of Carroll et al. also make use of the described data source and furthermore include results on onshore WT. These publications focus on differences between drive train concepts and are thus not considered in the present comparison.
VTT (Finland)
Finnish WT are reporting their performance and failure reports to the Finnish research center VTT [55, 56] . Data collection is ongoing since 1991 and comprises almost all Finnish WT. Since there are only a few published results in an accessible language, the present report does probably not include the latest available results. The comparison considers results published by Ribrant [21] [61] and Offshore~WMEP [60] , the initiative started to gather data in 2013. Also historic data is accepted, thus first data sets date back to 2002. The most recent publication [59] is based on operational data of 456 WT (onshore and offshore) and event data of 630 WT. To date, published event frequencies and average down times are solely based on operational data (SCADA). Because of a the missing assignment to a system structure, results cannot yet be added to the comparison [58] [59] [60] [61] .
WMEP (Germany)
In 1989 the "Wissenschaftliches Mess-und Evaluierungsprogramm"-short WMEP-was initiated and funded by the German government. Fraunhofer IWES (formerly ISET e.V.) carried out this continuous monitoring project and gathered data till 2008. More than 1500 WT participated in the initiative and reported operational performance as well as failures for a period of at least 10 years each. In total around 63,000 reports on maintenance and repair measures were collected and form one of the most significant collections of reliability data. Failure rates and average down times are added to the comparison. Further information like O&M costs and technical data were also collected but are not of relevance in the present report [62] [63] [64] .
Performance of Wind Turbines
This section provides an overview of the performance of WT as published by different initiatives. KPI are ordered according to the definitions in Section 2.
Capacity Factor
Out of the 24 initiatives considered in this paper, nine initiatives have provided figures on the capacity factor. Three initiatives provided information on offshore WT whereas seven initiatives investigated the capacity factor of onshore WT. As Table 2 and Figure 2 show, there are great differences between onshore and offshore WT and even between the different sources in each category. Due to the clear and unmistakable definition of the capacity factor, the presented numbers are likely to be reliable. Both, SPARTA and WInD-Pool show capacity factors of almost 40% for offshore WT. An overlap between the data basis of the two initiatives is likely. Nevertheless, a capacity factor of 40% can be considered as a good estimation for modern offshore WF. Substantially lower capacity factors were observed during the first operational years of round 1 WF in UK. Low results were caused, for example, by low availability (Section 4.2).
Results on onshore WT seem to be heavily depending on the respective country. Capacity factors recorded by the CREW-Database for onshore WT in the US are almost as high as offshore in Europe, most likely due to beneficial site conditions. VTT, WInD-Pool and WMEP show capacity factors of about 20% for European locations. The data set consist in all cases mainly of older WT, still the portfolio of WInD-Pool is the most up-to-date and a value of about 19% seems to be a good assumption for the existing asset in Germany. This assumption is supported by the 10-year average value (18.9%) stated in the Wind Energy Report Germany 2016 [65] . Nevertheless, modern WT are likely to reach significantly higher capacity factors.
Availability
A total of 11 initiatives, nine on onshore and three on offshore WT, published results on the availability of WT, see Table 3 . All the different availability definitions described in Section 2 are used by at least one of the considered initiatives. Detailed information on the actual calculation procedures are only available in a few cases. In some cases the detailed designation of the availability type was missing, thus the authors of the present paper had to categorize the value based on their experience. These limitations make the comparison somewhat fuzzy, but general statements are nevertheless possible. As Figure 3 shows, the time-based availability of onshore WT is with a few exceptions close to 95%. Lynette shows a low availability of only 80% but this result is already 30 years old. Nowadays, according to the CREW-Database, WT in the US are performing much better. Results from the Muppandal WF are a perfect example for the significance of availability definitions. While the time-based availability is only 82.9%, the technical availability is at 94%. This result is still lower than in comparison to modern European WT but already close. Failures of the grid connection mainly caused the large difference between both results. An energetic availability was solely provided by the WInD-Pool initiative. Depending on the application, the results of the CREW-Database, CWEA-Database, Garrad Hassan, WInD-Pool and still WMEP can be considered most relevant. Due to harsh environmental conditions and more complicated accessibility, offshore WT tend to lower availability when compared to onshore WT, as Figure 4 shows. As for the capacity factor, the results of SPARTA and WInD-Pool regarding the time-based availability are almost on the same level. WF of the first offshore tender in the UK had major technical problems in the first years of operation, which led to an average availability as low as 80%. It can be assumed that these problems have now been overcome and the results of WInD-Pool and Sparta should be used as preferred. 
Reliability of Wind Turbines and Subsystems
This section provides an overview and tries to give a cautious comparison on reliability characteristics published by 15 different initiatives. While all 15 initiatives provide results on the failure rate (two on offshore WT), only seven initiatives (none on offshore WT) supplement their publication by information on down times. Thus, failure rates and down times are discussed in individual sub sections. The comparative presentation of reliability characteristics of WT in this chapter should be considered with caution for several reasons:
•
The single initiatives make use of multiple, in most cases individual, poorly documented designation systems to differentiate between functions/components of WT. The authors of this paper mapped the applied categories to the best of their knowledge to RDS-PP R to enable a comparison of results. A proper mapping was not possible in many cases, that is why the category "Other" has a high share in the results.
• There are big differences in the definition of an event considered as "failure" between the single initiatives. Some consider only events with a down time of at least three days (NEDO) while others (Southeast University Nanjing) count remote resets as well, which leads to high failure frequencies and low average down times. In many cases a sufficient description of a "failure" is not provided.
It stays in most cases unclear whether repairs, replacements or both are considered in the results. The same is valid for different failure causes (external vs. internal) or the differentiation between preventive and corrective maintenance. Whenever possible, regular maintenance is excluded from the comparison (e.g., EPRI).
For the aforementioned reasons, it is not reasonable to calculate average values for the reliability of WT. The circumstances and assumptions in the individual publications are simply to different. It is therefore advisable to use the most suitable source for each application. This paper is intended to support this and provide recommendations.
Industry Standards on Data Collection
When analyzing data from different sources or comparing results from different initiatives it is indispensable to make use of standards to enable sound results. In early 2017, a working group (Task 33) of IEA Wind published recommended practices [15] to collect and analyze data on the reliability of WT. The authors differentiate between "Equipment Data", "Operating data/measurement values", "Failure/fault data" and "Maintenance & inspection data". Furthermore, they compare existing guidelines/standards providing taxonomies for unique designations within the data groups. Definitions of KPIs used in this paper are provided in Section 2.
The present paper applies RDS-PP R [66] to designate single components ("Equipment data") and to assign them to main-or subsystems of the WT. RDS-PP R is based on international standards (e.g., IEC 81346 and ISO/TS 16952-10). Figure 5 shows the basic breakdown of the WT system structure according to RDS-PP R . Because RDS-PP R divides a WT into several subsystems based on the purpose of the single system/component, the location of the single systems as implied in Figure 5 is not necessarily the same for different WT types. In some cases (e.g., Yaw System) the location of a system can be clearly determined, in other cases (e.g., Lightning Protection System) the different subsystems are spread over the whole turbine. The application of RDS-PP R enables a joint analysis of maintenance data from different manufacturers and turbine types. Even if the location of some systems is completely different-the converter system might be located in the nacelle or at the tower base-the functional designation stays the same. If necessary, the location (point or site of installation) can also be described using the additional location aspect of RDS-PP R . For practical reasons, the authors of this paper have decided to deviate from RDS-PP R in one specific case. Due to its design principals, RDS-PP R does not include a specific subsystem for components responsible to pitch the rotor blades of a WT. Instead, the components are distributed across different subsystems. As almost all considered initiatives do, the present paper also includes a "pitch system" which is not conform to RDS-PP R and was allocated as a subsystem of the rotor system. Figure 5 . System structure of a WT according to the Reference Designation System for Power Plants (RDS-PP R ) published by VGB PowerTech [66] . The figure does not provide a complete overview on the system structure but highlights the most important systems considered in this paper.
Even though further taxonomies like NERC-GADS [67] , the ReliaWind [26, 46] system structure and ISO 14224 [11] are available, RDS-PP R is the most comprehensive and up-to-date standard. First European manufacturers and operators of WT already make use of RDS-PP R and were also involved in the development of the guideline [66] . IEA Wind states NERC-GADS and RDS-PP R to be the most promising designation systems for equipment data in the wind industry [15] . Due to missing details in the underlying publications, taxonomies for further data groups are not used in the present paper. Nevertheless it can be recommended to make use of the "State-Event-Cause-System" (ZEUS) [68] developed by a working group at FGW to enable a unified description of all important WT states and related maintenance measures. ZEUS allows for example the important differentiation between repair and replacement. The high failure rate (46.9 failures per WT and year) of Southeast University Nanjing directly catches the readers attention and is more than 100 times as high as the lowest considered failure rate (0.4) of Elforsk/Vindstat. On the other hand it shows the lowest mean down time per failure (0.18 days per failure) which is just 3.3% of the Elforsk/Vindstat mean down time (5.42 days per failure). These differences are mainly due to the previously mentioned different sources and consideration of events of the single initiatives. Comparing the total yearly down time as the product of failure rate and mean down time, numbers vary between 2.2 and 10.6 days per year. Large differences exist, but taking the different approaches into account all values are within a reasonable range.
Overview on Failure Rate and Mean Down Time

Failure Rate/Event Rate
Failure rates of 15 different Initiatives are listed in Tables 4 and 5 . Due to the large number of initiatives, the table has been sorted and split in alphabetical order. The tables provide failure rates on the main systems as well as on subsystems the authors considered to be relevant and of sufficient data quality. In this presentation, failure rates of main systems do not necessarily match the summed failure rate of the associated subsystems because in some cases a mapping to subsystems was not possible and some data was directly mapped to the main system. As stated in Section 5.2, there are tremendous differences in the absolute failure rates of the single initiatives. To enable an easier comparison between the results, Figure 7 shows the failure rate per system normalized to the total failure rate of the corresponding initiative. Before taking a closer look on the single systems, it is important to note the high share of "Other" failures on the total failure rate. Especially Windstats-DK, SPARTA, EPRI and Strathclyde have a high share of more than 30% uncategorized failures. While Windstats-DK and SPARTA already used "other" as a category in their publications, EPRI and Strathclyde included categories that could not be matched to specific RDS-PP R categories as for example "Sensors" (EPRI) and "Pumps/Motors" (Strathclyde). The "Rotor System" has in many cases the highest share on the failure rate which is mainly due to frequent failures of the "Pitch System", see Tables 4 and 5 . Thus, the lower share of EPRI and Windstats-DK could be due to an old turbine portfolio including many stall turbines. "Transmission" and "Control System" are following closely and show high failure rates as well. This high share of electrical components supports similar results of Faulstich et al. [64] in a previous study.
Failure rates of onshore WT are provided by various initiatives. The selection of a preferred source should be based on the type of application. For the Chinese market all three initiatives, CWEA, Huadian and University Nanjing, can be of use. The failure definitions seem to be quite different but are not described in detail in the available publications. The most recent relevant publication on European (Spanish) onshore WT was published by CIRCE. A strict focus on internally caused component failures and the exclusion of unknown failures leads to low failure rates. To obtain a holistic view, it can be necessary to consider older initiatives like the WMEP. Publications on the US (EPRI) and Japan (NEDO) are outdated and should be at least supplemented by European results.
Regarding the reliability of offshore WT results are provided by SPARTA and Strathclyde, most likely having a partial overlap in the considered WT. While the results of Strathclyde are based on offshore WT from a single manufacturer and located all over Europe, SPARTA focuses on WF in the UK no matter which manufacturer. While failure rates of Strathclyde are based on a detailed failure definition, including only failures requiring a visit to a turbine and material usage outside regular maintenance, no failure definition is provided in the publication of SPARTA. Most of the big difference between the two initiatives is probably due to different definitions. Wherever information on failures as defined by Strathclyde are sufficient, this source should be preferred until further details are published by SPARTA. Still, both initiatives show high failure rates for offshore WT when compared to results of onshore WT. This finding is supported by results of the WInD-Pool initiative, even though no system specific results are available, event frequencies tend to be higher offshore than onshore [59] .
Mean Down Time
Information on the mean down time per failure are provided by seven initiatives, all on onshore WT. All results on systems and subsystems are presented in Table 6 . As for the failure rate, the presented subsystems are not a complete breakdown of the corresponding systems. In all cases of aggregation, a weighted average based on the failure rate is used. The mean down time per failure on the WT level strongly varies between 0.18 and 7.29 days per failure. This difference is mainly caused by diverse failure definitions and the resulting big differences in the failure rates as discussed in Section 5.3.
However, a comparison between initiatives can still be made by comparing the total annual down time per system with the total annual down time of the entire WT. Figure 8 shows the described share per system on the total down time of onshore WT and highlights the importance of single systems for the availability of WT. First point to be noted is the low importance of "Other" failures compared to its relevance regarding the failure rate. Of course, it needs to be mentioned that the initiatives with the largest share of "Other" failures in the failure rate do not provide any results on down times at all. Still, "Other" failures are underproportionally short. While failure rates of the "Drive Train System" did not stick out, this system is responsible for about a fourth of the total down time. This proves failures in the "Drive Train System" to be severe, as could be expected. Failures on electrical components ("Transmission", "Control System") show on the other hand a lower share than on the failure rate. Previous publications [57, 69] based on single or selected data bases came to the same result. As already stated in Section 5.3, CIRCE provides the latest results of high relevance for European WT and should be the preferred source for further applications. Depending on the application, the results can be supplemented by results of the WMEP.
Discussion
The present paper provides a comprehensive review of present and past initiatives gathering holistic information on O&M of WT. Future research can be based on the information collected and prepared for this paper. It can be of particular interest to prioritize or motivate future research work.
Results on the performance of WT can be considered to be reliable. There is no reason to doubt the comparison of capacity factors which shows a high location dependency. Offshore WT reach the highest capacity factors closely followed by onshore WT in the US. When it comes to availability, the situation is a bit more ambiguous. Publications lack detailed definitions of the availability calculation which weakens the significance of the comparison. Still, it should be easy to choose the right source for specific applications and basic statements can also be made. For example, the time of very low availability in offshore wind energy seems to be overcome.
Regarding the reliability of WT, results of 15 different initiatives are presented. Due to different approaches in the categorization of components and failures and the large resulting differences between the single initiatives, a comparison is hardly possible. Results of the initiatives were normalized to the total failure rate respectively the total yearly down time to enable at least basic insights. As discussed in Section 5.4, the drive train, despite its comparably low failure rate, has the largest share of down time while electrical components cause more failures but lower total down time. Several different actions are possible and under research on this specific point. Carroll et al. [54] evaluated different WT concepts (DFIG vs. PMG), different condition monitoring systems [70] are available or under research [71] [72] [73] to detect failures at an early stage and keep costs low. All presented failure rates can be of help to choose a suitable maintenance strategy [74] and to prioritize future research. In any case, users should choose their data source for further applications very carefully. Recommendations and descriptions of this paper can help you to do so.
Even though performance and reliability are reviewed independently in this paper, in reality they are of course not. On the one hand, low reliability leads to low availability which lowers the capacity factor. On the other hand, high capacity factors represent high wind speeds and higher mechanical and electrical loads leading to increased failure rates [75] . Higher failure rates at offshore locations support this assumption although many more factors have to be considered [76] . Still, a serious evaluation of the connection between wind speed and reliability requires a better comparability between the different initiative.
To enable comparability, future initiatives and publications should make use of standards and recommendations. Basic definitions for performance metrics are already existing for several years but especially when it comes to reliability characteristics, a uniform approach is indispensable. The publication of "Recommended Practices on Data Collection and Reliability Assessment" [15] in spring 2017 by IEA Wind was a milestone towards this goal. Thus it is likely to see improved results and better comparability in the future. WInD-Pool is a first initiative that follows these recommendations and uses RDS-PP R and ZEUS already during data collection. review was carried out within work package seven of IRPWIND. The project has received funding from the European Union's Seventh Programme for research, technological development and demonstration under grant agreement No. 609795. 
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